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APPENDIX A

REFERENCES

Government Publications.

Department of Commerce.

National Technical Information Service, U.S. Department of Commerce, Sprindfield, VA 22161

FIPS Pub 94

Department of Defense.

MIL-HDBK-419A

MIL-HDBK-1004/10

MIL-HDBK-1008A

MIL-HDBK-1191

MIL-I-24092/GEN
(Rev C
Supple 1; AM 1)

MIL-STD-188-125
(Basic)

MIL-T-152
(Rev B; AM 2,
Notice 1)

Guideline on Electrical Power for ADP Installations

Grounding, Bonding, and Shielding for Electronic Equipments and Facilities (2
Volumes)

Electrical Engineering, Cathodic Protection

Fire Protection for Facilities-Engineering, Design, and Construction

Medical and Dental Treatment Facility Criteria

Insulating Varnishes and Solventless Resins for Application by the Dip
Process

High-Altitude Electromagnetic Pulse (HEMP) Protection for Ground-Based C4I
Facilities Performing Critical, Time-Urgent, Missions for Common Long-
Haul/Tactical Communication Systems

Treatment, Moisture- and Fungus-Resistant, of Communication, Electronic,
and Associated Electrical Equipment

Department of the Army and Air Force

AMCR-385-100

AR 11-18

AR 50-5

AR 190-11

AR 190-59

AR 200-2

AR 415-15

AR 420-43

FM 19-30

TM 5-349

TM 5-809-10/AFM
88-3, Ch. 13

TM 5-810-1

TM 5-811-2/AFM
88-9, Ch. 2

TM 5-811-5

Army Material Command Safety Manual

The Cost and Economic Analysis Program

Nuclear and Chemical Weapons and Material, Nuclear Surety

Military Police, Physical Security of Weapons, Ammunition, and Explosives

Chemical Agent Security Program

Environmental Quality: Environmental Effects of Army Actions

Military Construction, Army MCA Program Development

Facilities Engineering, Electric Services

Physical Security

Arctic Construction

Seismic Design for Buildings

Mechanical Design: Heating, Ventilating, and Air Conditioning

Electrical Design, Interior Electrical Systems

Army Aviation Lighting
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TM 5-811-7

TM 5-811-9

TM 5-811-14

TM 5-815-2

TM 5-852-5

AFI 31-301

AFI 65-501

AFI 32-1025

AFI 32-1044

AFI 32-1061

AFJMAN 32-1014

AFJMAN 32-1027

DD Form 1391

Electrical Design, Cathodic Protection

Voice/Data Telephone System

Coordinated Power System Protection

Utility Monitoring and Control Systems

Arctic and Subarctic Construction:

The Air Force Physical Security Program

Economic Analysis and Program Evaluation for Resource Management

Criteria for Design and Construction of Air Force Health Facilities

Visual Air Navigation Systems

Providing Utilities to USAF Installations

Arctic and Subarctic Construction

Planning and Design of Roads, Airfields, and Heliports in the Theatre of
Operations

FY, Military Construction Project Data

Rural Electrification Administration (REA)

United States Department of Agriculture, Rural Electrification Administration, Washington, DC
20250

Bulletin 61-10 Protection of Bald and Golden Eagles from Powerlines (1980)

Bulletin 61-12 Guide for Narrow Profile and Armless Construction (July 1973)

Bulletin 65-1 Design Guide for Rural Substations (June 1978)

Bulletin 83-1 Adequate Grounding on Primary Distribution Lines (March 1977)

Bulletin 160-2 Mechanical Design Manual for Overhead Distribution Lines (March 1986)

Nongovernment Publications.

American Association of State Highway and Transportation Officials (AASHTO): 444 North Capitol
Street NW, Suite 225, Washington, DC 20001

HB-13 Standard Specifications for Highway Bridges (1983; 13th Edition)

LTS-2 Structural Supports for Highway Signs, Luminaires and Traffic Signals (1985;
Rev. 1986, 1987, 1988)

American National Standards Institute (ANSI): 1430 Broadway, New York, NY 10018

C2-1993 National Electrical Safety Code (NESC)

C12.11-1987 Instrument Transformers for Revenue Metering, 10 kV BIL through 350 kV
(0.6 kV NSV through 69 kV NSV)

C37.42-1981 Specifications for Distribution Cutouts and Fuse Links

C37.46-1981 Specifications for Power Fuses and Fuse Disconnection Switches

C37.47-1981 Specifications for Distribution Fuse Disconnection Switches, Fuse Supports,
and Current-Limiting Fuses
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C57.12.10-1988

C78.380-1984

C82.4-1985

C84.1-1989

c135.1-1979

C135.2-1987

Safety Requirements 230 kV and Below 833/958 Through 8333/10 417 kVA,
Single-Phase, and 750/862 Through 60 000/80 000/100 kVA, Three-Phase
Without Load Tap Changing; and 3750/4687 Through 60 000/80 000/1000
kVA with Load Tap Changing

Method for Designation of High-Intensity Discharge Lamps

Ballasts for High-Intensity-Discharge and Low-Pressure Sodium Lamps (Mul-
tiple Supply Type) C84.1-1982 Voltage Ratings for Electrical Power Systems
and Equipment

Voltage Ratings for Electric Power Systems and Equipment (60 Hz)

Galvanized Steel Bolts and Nuts for Overhead Line Construction

Threaded Galvanized Ferrous Strand-Eye Anchor Rods and Nuts for Overhead
Line Construction

05.1-1992

Y32.9-1972

Specifications and Dimensions for Wood Poles

Graphic Symbols for Electrical Wiring and Layout Diagrams Used in Architec-
tural and Building Construction

American Society of Testing and Materials (ASTM): 1916 Race Street, Philadelphia, PA 19103

A 475-1989 Zinc-Coated Steel Wire Strand

D 2472-1992 Specification for Sulfur Hexafluoride

Association of Edison Illuminating Companies (AEIC): 600 North 18th Street, P. O. Box 2641,
Birmingham, AL 35291-0992

CS 5-1987 Thermoplastic and Crosslinked Polyethylene Insulated Shielded Power Cables
Rated 5 Through 46 kV

CS 6-1987 Ethylene Propylene Rubber Insulated Shielded Power Cables Rated 5 Through
69 kV

Insulated Cable Engineers Association (ICEA): P. O. Box P, South Yarmouth, MA 02664

S-19-81 (6th Edition) Rubber Insulated Wire and Cable for the Transmission and Distribution of
Electrical Energy

S-61-402 (3rd Edition) Thermoplastic-Insulated Wire and Cable for the Transmission and Distribution
of Electrical Energy

S-66-524 Cross-Linked-Thermosetting-Polyethylene-Insulated Wire and Cable for the
Transmission and Distribution of Electrical Energy

S-68-516 Ethylene-Propylene-Rubber-Insulated Wire and Cable for the Transmission
and Distribution of Electrical Energy

Illumination Engineering Society of North America (IES): 345 East 47th Street, New York, NY 10017

IES Lighting Handbook, (6th Edition)

RP-8-77 Roadway Lighting

Institute of Electrical and Electronic Engineers (IEEE): IEEE Service Center, 445 Hoes Lane,
Piscataway, NJ 08854

C37.04-1979 Rating Structure for AC High-Voltage Circuit Breakers Rated on a Symmetri-
cal Current Basis
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C37.06-1987

C37.13-1979

C37.20.1-1987

C37.20.2-1987

C37.20.3-1987

C37.30-1971

C37.32-1972

C37.40-1981

C37.48-1987

C37.63-1984

C37.90-1978

C57.12.00-1987

C57.12.80-1978

C57.13-1978

C57.15-1986

C57.91-1981

C57.92-1981

C57.96-1989

C57.98-1986

C57.120-1991

C62.1-1989

C62.2-1987

C62.11-1987

18-1980

21-1976

32-1972, R 1984

48-1975
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American National Standard for Switchgear-AC High-Voltage Circuit Break-
ers Rated on a Symmetrical Current Basis-Preferred Ratings and Related

Required Capabilities

Standard for Low-Voltage AC Power Circuit Breakers Used in Enclosures

Standard for Metal-Enclosed Low-Voltage Power Circuit Breaker Switchgear

Standard for Metal-Clad and Station-Type Cubicle Switchgear

Standard for Metal-Enclosed Interrupter Switchgear

Definitions and Requirements for High-Voltage Air Switches, Insulators, and
Bus Supports

Schedules of Preferred Ratings, Manufacturing Specifications, and Application
Guide for High-Voltage Air Switches, Bus Supports, and Switch Accessories

Service Conditions and Definitions for High-Voltage Fuses, Distribution
Enclosed Single-Pole Air Switches, Fuse Disconnecting Switches, and Acces-

sories

IEEE Guide for Application, Operation, and Maintenance of High-Voltage
Fuses, Distribution Enclosed Single-Pole Air Switches, Fuse Disconnecting
Switches, and Accessories

Requirements for Overhead, Pad-Mounted, Dry-Vault, and Submersible Auto-
matic Line Sectionalizers for AC Systems

Relays and Relay Systems Associated with Electric Power Apparatus

General Requirements for Liquid-Immersed Distribution, Power, and Regulat-
ing Transformers (ANSI)

Terminology for Power and Distribution Transformers (ANSI)

Requirements for Instrument Transformers (ANSI)

Requirements, Terminology, and Test Code for Step-Voltage and Induction-
Voltage Regulators (ANSI)

Guide for Loading Mineral-Oil-Immersed Overhead and Pad-Mounted Distribu-
tion Transformers Rated 500 kVA and Less with 65° C or 55° C Average
Winding Rise (ANSI)

Guide for Loading Mineral-Oil-Immersed Power Transformers Up to and
Including 100 MVA with 55º C or 65º C Average Winding Rise (ANSI)

Guide for Loading Dry-Type Distribution and Power Transformers (ANSI)

Guide for Transformer Impulse Tests (ANSI)

Loss Evaluation Guide for Power Transformers and Reactors

Standard for Gapped Silicon-Carbide Surge Arresters for AC Power Circuits
(ANSI)

Guide for the Application of Gapped Silicon-Carbide Surge Arresters for
Alternating Current Systems (ANSI)

Standard for Metal-Oxide Surge Arresters for AC Power Circuits (ANSI)

Standard for Shunt Power Capacitors

General Requirements and Test Procedures for Outdoor Apparatus Bushings

Requirements, Terminology, and Test Procedure for Neutral Grounding Devices

Test Procedures and Requirements for High-Voltage AC Cable Terminations
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80-1986

141-1986

142-1982

242-1986

400-1980

404-1986

422-1986

484-1987

493-1990

500-1984

525-1987 Guide for the Design and Installation of Cable Systems in Substations

605-1987 Guide for Design of Substation Rigid-Bus Structures

693-1984 Recommended Practices for Seismic Design of Substations

Guide for Safety in AC Substation Grounding

Recommended Practice for Electric Power Distribution for Industrial Plants
(IEEE Red Book)

Recommended Practice for Grounding of Industrial and Commercial Power
Systems (IEEE Green Book)

Recommended Practice for Protection and Coordination of Industrial and
Commercial Power Systems (IEEE Buff Book)

Guide for Making High-Direct-Voltage Tests on Power Cable Systems in the
Field

Standard for Cable Joints for Use with Extruded Dielectric Cable Rated 5000
through 46,000 Volts, and Cable Joints for Use with Laminated Dielectric
Cable Rated 2500 through 500,000 Volts

Guide for the Design and Installation of Cable Systems in Power Generating
Stations

Recommended Practice for Installation Design and Installation of Large Lead
Storage Batteries for Generating Stations and Substations

Recommended Practice for the Design of Reliable Industrial and Commercial
Power Systems (ANSI)

Guide to the Collection and Presentation of Electrical, Electronic, Sensing
Equipment, and Mechanical Equipment Reliability Data for Nuclear-Power
Generating Stations

National Electrical Manufacturer’s Association (NEMA): 2101 L Street, NW, Washington, DC 20037

PB 2-1984 Deadfront Distribution Switchboards

SG 6-1974 Power Switching Equipment

WC 3-1980 (R 1986) Rubber Insulated Wire and Cable for the Transmission and Distribution of
Electrical Energy (ICEA S-19-81, 6th Edition)

WC 5-1992 Thermoplastic-Insulated Wire and Cable for the Transmission and Distribution
of Electrical Energy

WC 7-1988 Cross-Linked-Thermosetting-Polyethylene and Insulated Wire and Cable for
the Transmission and Distribution of Electrical Energy

WC 8-1988 Ethylene-Propylene-Rubber-Insulated Wire and Cable for the Transmission
and Distribution of Electrical Energy

National Fire Protection Association (NFPA): Publication Sales Department, 470 Atlantic Avenue,
Boston, MA 02210

70-1993 National Electrical Code (NEC)

780-1992 Lightning Protection Code

Underwriters Laboratories: 333 Pfingsten Road, Northbrook, IL 60062

UL 1236-1986 Battery Chargers
(R 1990)
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